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NOTES-FIELD INSPECTION 
 

Company: Cardinal FG       Date(s):  06/23/2016 

 
Unit:        
 

Field Readings 

Line & Location Line CP Volts Rectifier Pressures Remarks 

 Size In. P/S Casing Volts Amps Set Actual  

Test Site #1 / 

Williams Flange 

  -1465mv       

Site #2 / Cardinal 

Flange 

  -1672mv       

Test  

Site #8 

  -1470mv       

Test  

Site #9 

  -1497mv       

Test  

Site #10 

  -1340mv       

Test  

Site #11 

  -1430mv       

Test  

Site #12 

  -1463mv       

Test 

 Site #13 

  -1480mv       

Test  

Site #16 

  -1470mv       

Test  

Site #17 

  -1480mv       

Test  

Site #18 

  -1450mv       

Odorizer Reading         . 58 (below 1 is okay) 

          

          

 


